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@ NEW FIRE ALARM RACEWAY AND CONDUCTORS FROM THE EXISTING
FIRE ALARM CONTROL UNITS TO THE DEVICES AND APPLIANCES
SHOWN IN THE PROJECT AREA. ALL FIRE ALARM CIRCUITS TO BE
CLASS A.
2 PAIR CKT. AV
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@ UPON UNDULATOR SMOKE DETECTORS AND AHU DUCT SMOKE -
DETECTOR ALARM, FIRE ALARM RELAY CIRCUIT WILL SEND A 75CD
SIGNAL TO DIGITAL CONTROLS TO SHUTDOWN 77—AHU—037 AND CKT_AV1 =
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